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DEMO PLAN KEYNOTES

NO.

NOTE

DEMO EXISTING CANOPY ABOVE INCLUDING COLUMNS,
FOOTINGS, AND ANY OTHER ASSOCIATED ELEMENTS

DEMO EXISTING STAIRS AT THIS LEVEL

DEMO EXISTING ELEVATOR DOOR AT GRADE. INSTALL NEW

ELEVATOR DOOR AT

BASEMENT LEVEL

DEMO FACE BRICK -

BACK UP TO REMAIN

NOT USED.

EXISTING CASEWORK TO BE DEMO'D

N oo b

DEMO FACE BRICK & BACK UP MASONRY. CONCRTE
STRUCTURE TO REMAIN.

DEMO EXIST. ROOF,

GUTTER, CORNICE, FASCIA.

O | 00

DEMO EXISTING WINDOW. INFILL WITH CMU BLOCK, MTL
STUDS AND GWB. PATCH TO MATCH EXISTING INTERIOR. REF.
TO DETAIL 12/AS501. SALVAGE AND GIVE WINDOW SASHES TO

VA.

10

EXISTING OUTBUILDING TO BE REMOVED - SEE SITE PLAN

11

EXISTING CONCRETE EQUIPMENT PAD TO BE DEMOLISHED

12

DEMO PORTION OF WALL FOR NEW DOOR OPENING,
COORDINATE WITH DOOR SCHEDULE.

13

DEMO PORTION OF WALL FOR NEW STEEL INFILL COLUMN.

SEE STRUCT.

14

DEMO NEW PENETRATION IN FLOOR FOR MECH. EQUIPMENT.
COORDINATE LOCATIONS WITH MECHANICAL AND EXIST.
CONCRETE STRUCTURE

15

TEMPORARY DOOR OPENING. REFER TO PHASING PLAN

16

DEMO EXISTING GRADE BEAM AND MASONRY WALL FROM

GRADE BEAM UP TO

WALL AND INFILL MASONRY WALL TO MATCH EXISTING. REF.

TO STRUCTURAL.

LEVEL 1. CONSTRUCT NEW FOUNDATION

17

REMOVE EXISTING ACT CEILING AS REQUIRED, SALVAGE FOR
RE-USE. ALL EXISTING LIFE SAFETY SYSTEMS TO REMAIN FULLY
FUNCTIONAL DURING CONSTRUCTION. REINSTALL CEILING

FOLLOWING COMPL

ETION OF WORK IN AREA.

18

DEMO EXISTING GWB CEILING. ALL EXISTING LIFE SAFETY
SYSTEMS TO REMAIN FULLY FUNCTIONAL DURING

CONSTRUCTION.

19

DEMO OPENING IN ROOF FOR NEW DUCTWORK. COORDINATE

SIZE AND LOCATION
FRAMING.

WITH MECH. REFER TO STRUCT. FOR

- DEMOLITION GENERAL NOTED

THE OWNER'S NORMAL OPERATIONS WILL BE CONTINUED DURING
DEMOLITION. DEMOLITION CONTRACTOR SHALL NOT INTERFERE WITH THESE

OPERATIONS IN ANY WAY

OWNER WILL OCCUPY PORTIONS OF THE BUILDING IMMEDIATELY ADJACENT TO
AREAS OF SELECTIVE DEMOLITION. CONDUCT SELECTIVE DEMOLITION WORK

IN MANNER THAT WILL MINIMIZE NEED FOR DISRUPTION OF OWNER'S NORMAL
OPERATIONS. REFER TO SPECIFICATIONS FOR MINIMUM ADVANCE NOTICE TO

OWNER.

PROVIDE TEMPORARY BARRICADES AND OTHER FORMS OF PROTECTION TO
PROTECT OWNER'S PERSONNEL AND GENERAL PUBLIC FROM INJURY DUE TO
SELECTIVE DEMOLITION WORK. REFER TO PHASING SHEET FOR MORE

INFORMATION.

PROVIDE 1 - HOUR FIRE RESISTANT CONSTRUCTION BARRIERS WHERE REQ'D TO
PROTECT EXISTING CONSTRUCTION AND OWNERS OPERATIONS.

PROTECT FROM DAMAGE EXISTING FINISH WORK THAT IS TO REMAIN IN PLACE
AND BECOME EXPOSED DURING DEMOLITION OPERATIONS.

PROTECT FLOORS WITH SUITABLE COVERING WHEN NECESSARY.

COVER AND PROTECT FUR

OR DAMAGE WHEN DEMOLITION WORK IS PERFORMED IN AREAS WHERE
SUCH ITEMS HAVE NOT BEEN REMOVED.

PRIOR TO CUTTING EXISTING CONSTRUCTION, LOCATE AND IDENTIFY SERVICES
TO REMAIN IN OPERATION, INCLUDING ALL FLOOR PENETRATIONS.
UNDOCUMENTED CONDITIONS, UTILITY RISERS, ETC. AND ANY WALLS THAT
CONTAIN LIFE SAFETY VERTICAL RISERS THT MUST REMAIN IN OPERATION

DURING THE DEMOLITION

CONTRACTOR SHALL VERIFY ALL EXISTING BUILDING DIMENSIONS, PARTITION

AND WALL LOCATIONS AN
OWNER'S REPRESENTATIV
WORK.

WHEN UNANTICIPATED MECHANICAL, ELECTRICAL, OR STRUCTURAL ELEMENTS
THAT CONFLICT WITH INTENDED FUNCTION OF DESIGN ARE ENCOUNTERED,
INVESTIGATE AND MEASURE BOTH NATURE AND EXTENT OF THE CONFLICT AND
NOTIFY OWNER'S REPRESENTATIVE.

MAINTAIN EXISTING UTILITIES INDICATED TO REMAIN IN SERVICE AND PROTECT
THEM AGAINST DAMAGE DURING DEMOLITION OPERATIONS. DO NOT
INTTERUPT UTILITIES SERVING OCCUPIED OR USED FACILITIES, EXCEPT WHEN
AUTHORIZED IN WRITING BY AUTHORITIES HAVING JURISDICITON.

WHERE DEMOLITION IS REQ'D BEYOND THE LIMITS OF THE CONTRACT TO ROUTE

NEW DUCTWORK, PIPING,

BARRIERS SHALL BE PATCHED BY CONTRACTOR REQUIRING PENETRATIONS, ALL
FINISHES DAMAGED BY THE WORK SHALL BE RESTORED TO THEIR

ORIGINAL CONDITION.

REPAIR DEMOLITION PERFORMED IN EXCESS OF THAT REQ'D. RETURN
ELEMENTS OF CONSTRUCTION AND SURFACES TO REMAIN, TO THE
CONDITION EXISTING PRIOR TO START OF OPERATIONS. REPAIR ADJACENT
CONSTRUCTION OR SURFACES SOILED OR DAMAGED BY SELECTIVE

DEMOLITION.

PROVIDE SHORING, BRACING AND ANY OTHER MEANS REQ'D TO PROTECT
AND MAINTAIN THE SAFETY, INTEGRITY AND STABILITY OF ALL EXISTING AND

NEW CONSTRUCTION.

WHEN ROOFING, GLAZING, FLASHING, COPING OR PORTIONS OF EXTERIOR
WALLS ARE REMOVED OR OPENED, SUITABLE WEATHER PROTECTION SHALL
BE PROVIDED AND MAINTAINED FOR THE DURATION OF WORK.

REMOVAL OF ITEMS NOTED INCLUDES REMOVAL OF ANCHORS, ADHESIVES,
HARDWARE, CONDUIT, WIRE, PIPING, ETC. FOR A COMPLETE REMOVAL OF

THE ITMES OR SYSTEMS.

WHEREVER WATER CLOSETS, FLOOR SINKS OR OTHER EQUIPMENT AND RELATED
PIPING ARE TO BE REMOVED, PATCH FLOOR SLAB W/ CONCRETE AS REQUIRED.

ALL CONCRETE FLOOR SLABS NOTED TO BE REMOVED SHALL BE SAWCUT TO
PROVIDE A NEAT JOINT. REF. TO UNIT PLAN SHEET AS111 FOR MORE
INFORMATION ON SLAB DEMOLITION AT NEW PATIENT UNIT TOILET ROOMS.

SEE MECHANICAL, CIVIL, AND ELECTRICAL DEMOLITION DRAWINGS FOR
ADDTIONAL SCOPE OF DEMOLITION WORK.

SALVAGE ALL EXISTING REMOVED BRICK FOR PATCHING AND REFINISH WORK AS

REQ'D - TYPICAL.

DEMOLITION OF ANY EXISTING CONSTRUCTION SHALL INCLUDE WHAT IS
NECESSARY AND REQ'D TO ACCOMMODATE THE REQUIREMENTS OF NEW
CONSTRUCTION. REFER TO THE APPROPRIATE DRAWINGS AS TO THE EXTENT OF
NEW CONSTRUCTION TO REMAIN.

SURFACES SHALL BE CLEANED AND PREPPED WITHIN THE NEW MATERIALS
GUIDELINES OF INSTALLATION OF THEIR PRODUCT IN EXISTING CONSTRUCTION.

ALL DEMOLITION SHALL COMPLY WITH APPLICABLE LOCAL CODES AND STATE

CODES AND ORDINANCES.

WITHOUT THE OWNER'S EXPRESSED CONSENT.

NITURE, EQUIPMENT, AND FIXTURES FROM SOILAGE

WORK.

D FLOOR ELEVATIONS IN FIELD AND NOTIFY THE
E OF ANY DISCREPANCIES BEFORE THE START OF

CONDUITS ETC., RATED WALLS AND SMOKE

FOR
CONSTRUCTION
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DEMO PLAN KEYNOTES

NO.

NOTE

DEMO EXISTING CANOPY ABOVE INCLUDING COLUMNS,
FOOTINGS, AND ANY OTHER ASSOCIATED ELEMENTS

DEMO EXISTING STAIRS AT THIS LEVEL

w

DEMO EXISTING ELEVATOR DOOR AT GRADE. INSTALL NEW
ELEVATOR DOOR AT BASEMENT LEVEL

DEMO FACE BRICK - BACK UP TO REMAIN

NOT USED.

EXISTING CASEWORK TO BE DEMO'D

N o | o B~

DEMO FACE BRICK & BACK UP MASONRY. CONCRTE
STRUCTURE TO REMAIN.

DEMO EXIST. ROOF, GUTTER, CORNICE, FASCIA.

O | 00

DEMO EXISTING WINDOW. INFILL WITH CMU BLOCK, MTL
STUDS AND GWB. PATCH TO MATCH EXISTING INTERIOR. REF.
TO DETAIL 12/AS501. SALVAGE AND GIVE WINDOW SASHES TO
VA.

10

EXISTING OUTBUILDING TO BE REMOVED - SEE SITE PLAN

11

EXISTING CONCRETE EQUIPMENT PAD TO BE DEMOLISHED

12

DEMO PORTION OF WALL FOR NEW DOOR OPENING,
COORDINATE WITH DOOR SCHEDULE.

13

DEMO PORTION OF WALL FOR NEW STEEL INFILL COLUMN.
SEE STRUCT.

14

DEMO NEW PENETRATION IN FLOOR FOR MECH. EQUIPMENT.
COORDINATE LOCATIONS WITH MECHANICAL AND EXIST.
CONCRETE STRUCTURE

15

TEMPORARY DOOR OPENING. REFER TO PHASING PLAN

OFFICE
142

OFFICE

OFFICE
143

SHOWER

144

16

DEMO EXISTING GRADE BEAM AND MASONRY WALL FROM
GRADE BEAM UP TO LEVEL 1. CONSTRUCT NEW FOUNDATION
WALL AND INFILL MASONRY WALL TO MATCH EXISTING. REF.
TO STRUCTURAL.

17

REMOVE EXISTING ACT CEILING AS REQUIRED, SALVAGE FOR
RE-USE. ALL EXISTING LIFE SAFETY SYSTEMS TO REMAIN FULLY
FUNCTIONAL DURING CONSTRUCTION. REINSTALL CEILING
FOLLOWING COMPLETION OF WORK IN AREA.

18

DEMO EXISTING GWB CEILING. ALL EXISTING LIFE SAFETY
SYSTEMS TO REMAIN FULLY FUNCTIONAL DURING
CONSTRUCTION.

19

DEMO OPENING IN ROOF FOR NEW DUCTWORK. COORDINATE
SIZE AND LOCATION WITH MECH. REFER TO STRUCT. FOR
FRAMING.
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RELAXATION ROOM

—DEMOLITION GENERAL NOTED

THE OWNER'S NORMAL OPERATIONS WILL BE CONTINUED DURING
DEMOLITION. DEMOLITION CONTRACTOR SHALL NOT INTERFERE WITH THESE
OPERATIONS IN ANY WAY WITHOUT THE OWNER'S EXPRESSED CONSENT.

OWNER WILL OCCUPY PORTIONS OF THE BUILDING IMMEDIATELY ADJACENT TO
AREAS OF SELECTIVE DEMOLITION. CONDUCT SELECTIVE DEMOLITION WORK

IN MANNER THAT WILL MINIMIZE NEED FOR DISRUPTION OF OWNER'S NORMAL
OPERATIONS. REFER TO SPECIFICATIONS FOR MINIMUM ADVANCE NOTICE TO
OWNER.

PROVIDE TEMPORARY BARRICADES AND OTHER FORMS OF PROTECTION TO
PROTECT OWNER'S PERSONNEL AND GENERAL PUBLIC FROM INJURY DUE TO
SELECTIVE DEMOLITION WORK. REFER TO PHASING SHEET FOR MORE
INFORMATION.

PROVIDE 1 - HOUR FIRE RESISTANT CONSTRUCTION BARRIERS WHERE REQ'D TO
PROTECT EXISTING CONSTRUCTION AND OWNERS OPERATIONS.

PROTECT FROM DAMAGE EXISTING FINISH WORK THAT IS TO REMAIN IN PLACE
AND BECOME EXPOSED DURING DEMOLITION OPERATIONS.

PROTECT FLOORS WITH SUITABLE COVERING WHEN NECESSARY.

COVER AND PROTECT FURNITURE, EQUIPMENT, AND FIXTURES FROM SOILAGE
OR DAMAGE WHEN DEMOLITION WORK IS PERFORMED IN AREAS WHERE
SUCH ITEMS HAVE NOT BEEN REMOVED.

PRIOR TO CUTTING EXISTING CONSTRUCTION, LOCATE AND IDENTIFY SERVICES
TO REMAIN IN OPERATION, INCLUDING ALL FLOOR PENETRATIONS.
UNDOCUMENTED CONDITIONS, UTILITY RISERS, ETC. AND ANY WALLS THAT
CONTAIN LIFE SAFETY VERTICAL RISERS THT MUST REMAIN IN OPERATION
DURING THE DEMOLITION WORK.

CONTRACTOR SHALL VERIFY ALL EXISTING BUILDING DIMENSIONS, PARTITION
AND WALL LOCATIONS AND FLOOR ELEVATIONS IN FIELD AND NOTIFY THE
OWNER'S REPRESENTATIVE OF ANY DISCREPANCIES BEFORE THE START OF
WORK.

WHEN UNANTICIPATED MECHANICAL, ELECTRICAL, OR STRUCTURAL ELEMENTS
THAT CONFLICT WITH INTENDED FUNCTION OF DESIGN ARE ENCOUNTERED,
INVESTIGATE AND MEASURE BOTH NATURE AND EXTENT OF THE CONFLICT AND
NOTIFY OWNER'S REPRESENTATIVE.

MAINTAIN EXISTING UTILITIES INDICATED TO REMAIN IN SERVICE AND PROTECT
THEM AGAINST DAMAGE DURING DEMOLITION OPERATIONS. DO NOT
INTTERUPT UTILITIES SERVING OCCUPIED OR USED FACILITIES, EXCEPT WHEN
AUTHORIZED IN WRITING BY AUTHORITIES HAVING JURISDICITON.

WHERE DEMOLITION IS REQ'D BEYOND THE LIMITS OF THE CONTRACT TO ROUTE
NEW DUCTWORK, PIPING, CONDUITS ETC., RATED WALLS AND SMOKE

BARRIERS SHALL BE PATCHED BY CONTRACTOR REQUIRING PENETRATIONS, ALL
FINISHES DAMAGED BY THE WORK SHALL BE RESTORED TO THEIR

ORIGINAL CONDITION.

REPAIR DEMOLITION PERFORMED IN EXCESS OF THAT REQ'D. RETURN
ELEMENTS OF CONSTRUCTION AND SURFACES TO REMAIN, TO THE
CONDITION EXISTING PRIOR TO START OF OPERATIONS. REPAIR ADJACENT
CONSTRUCTION OR SURFACES SOILED OR DAMAGED BY SELECTIVE
DEMOLITION.

PROVIDE SHORING, BRACING AND ANY OTHER MEANS REQ'D TO PROTECT
AND MAINTAIN THE SAFETY, INTEGRITY AND STABILITY OF ALL EXISTING AND
NEW CONSTRUCTION.

WHEN ROOFING, GLAZING, FLASHING, COPING OR PORTIONS OF EXTERIOR
WALLS ARE REMOVED OR OPENED, SUITABLE WEATHER PROTECTION SHALL
BE PROVIDED AND MAINTAINED FOR THE DURATION OF WORK.

REMOVAL OF ITEMS NOTED INCLUDES REMOVAL OF ANCHORS, ADHESIVES,
HARDWARE, CONDUIT, WIRE, PIPING, ETC. FOR A COMPLETE REMOVAL OF
THE ITMES OR SYSTEMS.

WHEREVER WATER CLOSETS, FLOOR SINKS OR OTHER EQUIPMENT AND RELATED
PIPING ARE TO BE REMOVED, PATCH FLOOR SLAB W/ CONCRETE AS REQUIRED.

ALL CONCRETE FLOOR SLABS NOTED TO BE REMOVED SHALL BE SAWCUT TO
PROVIDE A NEAT JOINT. REF. TO UNIT PLAN SHEET AS111 FOR MORE
INFORMATION ON SLAB DEMOLITION AT NEW PATIENT UNIT TOILET ROOMS.

SEE MECHANICAL, CIVIL, AND ELECTRICAL DEMOLITION DRAWINGS FOR
ADDTIONAL SCOPE OF DEMOLITION WORK.

SALVAGE ALL EXISTING REMOVED BRICK FOR PATCHING AND REFINISH WORK AS
REQ'D - TYPICAL.

DEMOLITION OF ANY EXISTING CONSTRUCTION SHALL INCLUDE WHAT IS
NECESSARY AND REQ'D TO ACCOMMODATE THE REQUIREMENTS OF NEW
CONSTRUCTION. REFER TO THE APPROPRIATE DRAWINGS AS TO THE EXTENT OF
NEW CONSTRUCTION TO REMAIN.

SURFACES SHALL BE CLEANED AND PREPPED WITHIN THE NEW MATERIALS
GUIDELINES OF INSTALLATION OF THEIR PRODUCT IN EXISTING CONSTRUCTION.

ALL DEMOLITION SHALL COMPLY WITH APPLICABLE LOCAL CODES AND STATE
CODES AND ORDINANCES.
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WORK PERTAINING TO THE INSTALLATION OF NEW MECHANICAL CONVETORS. REFER TO MECH. &
ELEC. DRAWINGS FOR LOCATIONS.

1/8" = 1I_0Il

SECOND FLOOR DEMOLITION PLAN @ *NOTE: PROVIDE CUTTING AND PATCHING IN EXISTING WALLS FOR ALL NEW ELECTRICAL WORK AND

DEMO PLAN KEYNOTES

NO.

NOTE

DEMO EXISTING CANOPY ABOVE INCLUDING COLUMNS,
FOOTINGS, AND ANY OTHER ASSOCIATED ELEMENTS

DEMO EXISTING STAIRS AT THIS LEVEL

DEMO EXISTING ELEVATOR DOOR AT GRADE. INSTALL NEW
ELEVATOR DOOR AT BASEMENT LEVEL

DEMO FACE BRICK - BACK UP TO REMAIN

NOT USED.

EXISTING CASEWORK TO BE DEMO'D

N o o B~

DEMO FACE BRICK & BACK UP MASONRY. CONCRTE
STRUCTURE TO REMAIN.

DEMO EXIST. ROOF, GUTTER, CORNICE, FASCIA.

O | 00

DEMO EXISTING WINDOW. INFILL WITH CMU BLOCK, MTL
STUDS AND GWB. PATCH TO MATCH EXISTING INTERIOR. REF.
TO DETAIL 12/AS501. SALVAGE AND GIVE WINDOW SASHES TO
VA.

10

EXISTING OUTBUILDING TO BE REMOVED - SEE SITE PLAN

11

EXISTING CONCRETE EQUIPMENT PAD TO BE DEMOLISHED

12

DEMO PORTION OF WALL FOR NEW DOOR OPENING,
COORDINATE WITH DOOR SCHEDULE.

13

DEMO PORTION OF WALL FOR NEW STEEL INFILL COLUMN.
SEE STRUCT.

14

DEMO NEW PENETRATION IN FLOOR FOR MECH. EQUIPMENT.
COORDINATE LOCATIONS WITH MECHANICAL AND EXIST.
CONCRETE STRUCTURE

15

TEMPORARY DOOR OPENING. REFER TO PHASING PLAN

16

DEMO EXISTING GRADE BEAM AND MASONRY WALL FROM
GRADE BEAM UP TO LEVEL 1. CONSTRUCT NEW FOUNDATION
WALL AND INFILL MASONRY WALL TO MATCH EXISTING. REF.
TO STRUCTURAL.

17

REMOVE EXISTING ACT CEILING AS REQUIRED, SALVAGE FOR
RE-USE. ALL EXISTING LIFE SAFETY SYSTEMS TO REMAIN FULLY
FUNCTIONAL DURING CONSTRUCTION. REINSTALL CEILING
FOLLOWING COMPLETION OF WORK IN AREA.

18

DEMO EXISTING GWB CEILING. ALL EXISTING LIFE SAFETY
SYSTEMS TO REMAIN FULLY FUNCTIONAL DURING
CONSTRUCTION.

19

DEMO OPENING IN ROOF FOR NEW DUCTWORK. COORDINATE
SIZE AND LOCATION WITH MECH. REFER TO STRUCT. FOR
FRAMING.

- DEMOLITION GENERAL NOTED

THE OWNER'S NORMAL OPERATIONS WILL BE CONTINUED DURING
DEMOLITION. DEMOLITION CONTRACTOR SHALL NOT INTERFERE WITH THESE
OPERATIONS IN ANY WAY WITHOUT THE OWNER'S EXPRESSED CONSENT.

OWNER WILL OCCUPY PORTIONS OF THE BUILDING IMMEDIATELY ADJACENT TO
AREAS OF SELECTIVE DEMOLITION. CONDUCT SELECTIVE DEMOLITION WORK

IN MANNER THAT WILL MINIMIZE NEED FOR DISRUPTION OF OWNER'S NORMAL
OPERATIONS. REFER TO SPECIFICATIONS FOR MINIMUM ADVANCE NOTICE TO
OWNER.

PROVIDE TEMPORARY BARRICADES AND OTHER FORMS OF PROTECTION TO
PROTECT OWNER'S PERSONNEL AND GENERAL PUBLIC FROM INJURY DUE TO
SELECTIVE DEMOLITION WORK. REFER TO PHASING SHEET FOR MORE
INFORMATION.

PROVIDE 1 - HOUR FIRE RESISTANT CONSTRUCTION BARRIERS WHERE REQ'D TO
PROTECT EXISTING CONSTRUCTION AND OWNERS OPERATIONS.

PROTECT FROM DAMAGE EXISTING FINISH WORK THAT IS TO REMAIN IN PLACE
AND BECOME EXPOSED DURING DEMOLITION OPERATIONS.

PROTECT FLOORS WITH SUITABLE COVERING WHEN NECESSARY.

COVER AND PROTECT FURNITURE, EQUIPMENT, AND FIXTURES FROM SOILAGE
OR DAMAGE WHEN DEMOLITION WORK IS PERFORMED IN AREAS WHERE
SUCH ITEMS HAVE NOT BEEN REMOVED.

PRIOR TO CUTTING EXISTING CONSTRUCTION, LOCATE AND IDENTIFY SERVICES
TO REMAIN IN OPERATION, INCLUDING ALL FLOOR PENETRATIONS.
UNDOCUMENTED CONDITIONS, UTILITY RISERS, ETC. AND ANY WALLS THAT
CONTAIN LIFE SAFETY VERTICAL RISERS THT MUST REMAIN IN OPERATION
DURING THE DEMOLITION WORK.

CONTRACTOR SHALL VERIFY ALL EXISTING BUILDING DIMENSIONS, PARTITION
AND WALL LOCATIONS AND FLOOR ELEVATIONS IN FIELD AND NOTIFY THE
OWNER'S REPRESENTATIVE OF ANY DISCREPANCIES BEFORE THE START OF
WORK.

WHEN UNANTICIPATED MECHANICAL, ELECTRICAL, OR STRUCTURAL ELEMENTS
THAT CONFLICT WITH INTENDED FUNCTION OF DESIGN ARE ENCOUNTERED,
INVESTIGATE AND MEASURE BOTH NATURE AND EXTENT OF THE CONFLICT AND
NOTIFY OWNER'S REPRESENTATIVE.

MAINTAIN EXISTING UTILITIES INDICATED TO REMAIN IN SERVICE AND PROTECT
THEM AGAINST DAMAGE DURING DEMOLITION OPERATIONS. DO NOT
INTTERUPT UTILITIES SERVING OCCUPIED OR USED FACILITIES, EXCEPT WHEN
AUTHORIZED IN WRITING BY AUTHORITIES HAVING JURISDICITON.

WHERE DEMOLITION IS REQ'D BEYOND THE LIMITS OF THE CONTRACT TO ROUTE
NEW DUCTWORK, PIPING, CONDUITS ETC., RATED WALLS AND SMOKE

BARRIERS SHALL BE PATCHED BY CONTRACTOR REQUIRING PENETRATIONS, ALL
FINISHES DAMAGED BY THE WORK SHALL BE RESTORED TO THEIR

ORIGINAL CONDITION.

REPAIR DEMOLITION PERFORMED IN EXCESS OF THAT REQ'D. RETURN
ELEMENTS OF CONSTRUCTION AND SURFACES TO REMAIN, TO THE
CONDITION EXISTING PRIOR TO START OF OPERATIONS. REPAIR ADJACENT
CONSTRUCTION OR SURFACES SOILED OR DAMAGED BY SELECTIVE
DEMOLITION.

PROVIDE SHORING, BRACING AND ANY OTHER MEANS REQ'D TO PROTECT
AND MAINTAIN THE SAFETY, INTEGRITY AND STABILITY OF ALL EXISTING AND
NEW CONSTRUCTION.

WHEN ROOFING, GLAZING, FLASHING, COPING OR PORTIONS OF EXTERIOR
WALLS ARE REMOVED OR OPENED, SUITABLE WEATHER PROTECTION SHALL
BE PROVIDED AND MAINTAINED FOR THE DURATION OF WORK.

REMOVAL OF ITEMS NOTED INCLUDES REMOVAL OF ANCHORS, ADHESIVES,
HARDWARE, CONDUIT, WIRE, PIPING, ETC. FOR A COMPLETE REMOVAL OF
THE ITMES OR SYSTEMS.

WHEREVER WATER CLOSETS, FLOOR SINKS OR OTHER EQUIPMENT AND RELATED
PIPING ARE TO BE REMOVED, PATCH FLOOR SLAB W/ CONCRETE AS REQUIRED.

ALL CONCRETE FLOOR SLABS NOTED TO BE REMOVED SHALL BE SAWCUT TO
PROVIDE A NEAT JOINT. REF. TO UNIT PLAN SHEET AS111 FOR MORE
INFORMATION ON SLAB DEMOLITION AT NEW PATIENT UNIT TOILET ROOMS.

SEE MECHANICAL, CIVIL, AND ELECTRICAL DEMOLITION DRAWINGS FOR
ADDTIONAL SCOPE OF DEMOLITION WORK.

SALVAGE ALL EXISTING REMOVED BRICK FOR PATCHING AND REFINISH WORK AS
REQ'D - TYPICAL.

DEMOLITION OF ANY EXISTING CONSTRUCTION SHALL INCLUDE WHAT IS
NECESSARY AND REQ'D TO ACCOMMODATE THE REQUIREMENTS OF NEW
CONSTRUCTION. REFER TO THE APPROPRIATE DRAWINGS AS TO THE EXTENT OF
NEW CONSTRUCTION TO REMAIN.

SURFACES SHALL BE CLEANED AND PREPPED WITHIN THE NEW MATERIALS
GUIDELINES OF INSTALLATION OF THEIR PRODUCT IN EXISTING CONSTRUCTION.

ALL DEMOLITION SHALL COMPLY WITH APPLICABLE LOCAL CODES AND STATE
CODES AND ORDINANCES.
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EXIST. WALKWAY

MECHANICAL EQUIP. REMOVE EXIST.
WINDOW AND SLAVAGE FOR REUSE.

—DEMO PORTION OF END
INSTALLATION OF NEW

WALL AT ATTIC FOR

TEATTT
AT TTTTI

12'-113/16"

‘\3 13/16"

10t

%

ATTIC FLOOR PLAN

1/8" - 1!_0"

®

1/4" = 1!_0"

DEMO AT EXT. STAIR

@

ELEVATION AT EXIST. WALKWAY CONNECTION

1/4" = 1I_0Il

®

NOTE
CORNICE

7

, FASCIA
INFILL WITH CMU BLOCK, MTL

STUDS AND GWB. PATCH TO MATCH EXISTING INTERIOR. REF.

DEMO PLAN KEYNOTES
TO DETAIL 12/AS501. SALVAGE AND GIVE WINDOW SASHES TO

FOOTINGS, AND ANY OTHER ASSOCIATED ELEMENTS
VA.

ELEVATOR DOOR AT BASEMENT LEVEL
STRUCTURE TO REMAIN.
COORDINATE WITH DOOR SCHEDULE.

SEE STRUCT.

COORDINATE LOCATIONS WITH MECHANICAL AND EXIST.

CONCRETE STRUCTURE

FOR
CONSTRUCTION

St. Cloud VA

Brainerd | Montevideo | Alexandria

Health Care System

12.20.13
PLOT SCALE
AS NOTED
PROJECT NO.
656-12-339
DRAWING NO.

CAD FILE

AD201

GRADE BEAM UP TO LEVEL 1. CONSTRUCT NEW FOUNDATION
WALL AND INFILL MASONRY WALL TO MATCH EXISTING. REF.

TO STRUCTURAL.
RE-USE. ALL EXISTING LIFE SAFETY SYSTEMS TO REMAIN FULLY

FUNCTIONAL DURING CONSTRUCTION. REINSTALL CEILING

FOLLOWING COMPLETION OF WORK IN AREA.
SIZE AND LOCATION WITH MECH. REFER TO STRUCT. FOR

SYSTEMS TO REMAIN FULLY FUNCTIONAL DURING
FRAMING.

CONSTRUCTION.

3 | DEMO EXISTING ELEVATOR DOOR AT GRADE. INSTALL NEW
11 |EXISTING CONCRETE EQUIPMENT PAD TO BE DEMOLISHED

12 |DEMO PORTION OF WALL FOR NEW DOOR OPENING,
13 |DEMO PORTION OF WALL FOR NEW STEEL INFILL COLUMN.

1 |DEMO EXISTING CANOPY ABOVE INCLUDING COLUMNS,
2 |DEMO EXISTING STAIRS AT THIS LEVEL

4 |DEMO FACE BRICK - BACK UP TO REMAIN

5 |NOT USED.

6 |EXISTING CASEWORK TO BE DEMO'D

7 |DEMO FACE BRICK & BACK UP MASONRY. CONCRTE

8 |DEMO EXIST. ROOF, GUTTER

9 | DEMO EXISTING WINDOW.

10 |EXISTING OUTBUILDING TO BE REMOVED - SEE SITE PLAN

NO.|

14 |DEMO NEW PENETRATION IN FLOOR FOR MECH. EQUIPMENT.

16 ' DEMO EXISTING GRADE BEAM AND MASONRY WALL FROM

15 ' TEMPORARY DOOR OPENING. REFER TO PHASING PLAN

17 |REMOVE EXISTING ACT CEILING AS REQUIRED, SALVAGE FOR
18 'DEMO EXISTING GWB CEILING. ALL EXISTING LIFE SAFETY
19 'DEMO OPENING IN ROOF FOR NEW DUCTWORK. COORDINATE

ADB
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one foot

DEMO PLAN KEYNOTES

B NO. NOTE
CEILING DEMO LEGEND
1 |DEMO EXISTING CANOPY ABOVE INCLUDING COLUMNS,
FOOTINGS, AND ANY OTHER ASSOCIATED ELEMENTS
AREA OF CEILING TO BE REMOVED FOR NEW 2 | DEMO EXISTING STAIRS AT THIS LEVEL
. CONSTRUCTION. SALVAGE 3 |DEMO EXISTING ELEVATOR DOOR AT GRADE. INSTALL NEW
& REINSTALL WHEN NEW WORK IS ELEVATOR DOOR AT BASEMENT LEVEL
COMPLETED. 4 |DEMO FACE BRICK - BACK UP TO REMAIN
* DURING PERIODS OF TEMPORARY CEILING 5 |NOT USED.
REMOVAL ALL SMOKE AND FIRE RATINGS FOR 6 |EXISTING CASEWORK TO BE DEMO'D
. EXISTING ASSEMBLIES MUST BE RETAINED. ALL
FIRE SUPPRESSION AND LIFE SAFETY SYSTEMS 7 SD'II'EI:{IJ%IFSISE ?OR'EE&A?Q.CK UP MASONRY. CONCRTE
MUST ALSO REMAIN FULLY FUNCTIONAL
DURING THESE TIME PERIODS. 8 |DEMO EXIST. ROOF, GUTTER, CORNICE, FASCIA.
9 |DEMO EXISTING WINDOW. INFILL WITH CMU BLOCK, MTL

STUDS AND GWB. PATCH TO MATCH EXISTING INTERIOR. REF.
TO DETAIL 12/AS501. SALVAGE AND GIVE WINDOW SASHES TO
VA.

10 |EXISTING OUTBUILDING TO BE REMOVED - SEE SITE PLAN

11 |EXISTING CONCRETE EQUIPMENT PAD TO BE DEMOLISHED

12 |DEMO PORTION OF WALL FOR NEW DOOR OPENING,
COORDINATE WITH DOOR SCHEDULE.

13 |DEMO PORTION OF WALL FOR NEW STEEL INFILL COLUMN.
SEE STRUCT.

14 |DEMO NEW PENETRATION IN FLOOR FOR MECH. EQUIPMENT.
COORDINATE LOCATIONS WITH MECHANICAL AND EXIST.
CONCRETE STRUCTURE

15 |[TEMPORARY DOOR OPENING. REFER TO PHASING PLAN

| 16 'DEMO EXISTING GRADE BEAM AND MASONRY WALL FROM

| ] GRADE BEAM UP TO LEVEL 1. CONSTRUCT NEW FOUNDATION
WALL AND INFILL MASONRY WALL TO MATCH EXISTING. REF.
|

AREA OF CEILING TO BE DEMOLISHED. INSTALL
NEW CEILING UNDER CONSTRUCTION OF NEW
WORK.

\
-

TO STRUCTURAL.

17 |REMOVE EXISTING ACT CEILING AS REQUIRED, SALVAGE FOR
RE-USE. ALL EXISTING LIFE SAFETY SYSTEMS TO REMAIN FULLY
FUNCTIONAL DURING CONSTRUCTION. REINSTALL CEILING
FOLLOWING COMPLETION OF WORK IN AREA.

18 | DEMO EXISTING GWB CEILING. ALL EXISTING LIFE SAFETY

| | SYSTEMS TO REMAIN FULLY FUNCTIONAL DURING

1 (BE ’ | CONSTRUCTION.

i 19 | DEMO OPENING IN ROOF FOR NEW DUCTWORK. COORDINATE
| | | | SIZE AND LOCATION WITH MECH. REFER TO STRUCT. FOR

FRAMING.
| IIF 1l |

— o o o DEMOLITION REQUIRED FOR NEW SPRINKLER CONSTRUCTION,—— o =
Jr " COORDINATE WITH SPRINKLER PLANS. VERIFY EXIST. CEILING T
CONDITIONS.
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100% CD SET

PLAN KEYNOTE LEGEND

No.

Note

NEW INFILL FLOOR - SEE STRUCT.

NOT USED.

CUT PENETRATION THROUGH EXIST. CONCRETE FLOOR
AVOIDING STRUCTURAL RIBS. REFER TO MECH. FOR
DUCT. INFORMATION

PROVIDE FURRED OUT WALL AND GWB FINISH AT EXIST.
EXTERIOR WALL LOCATIONS TYP.

FINISH NEW PRECAST COLUMN WITH GWB FINISH. SEE
PLAN DETAIL SHEET FOR MORE INFORMATION

CL OF PARTITION ALIGNED WITH GRIDLINE

ALIGN FINISHED FACE OF PARTITION WITH INSIDE FACE
OF WINDOW OPENING

CIP CONCRETE SPLASH PAD. SLOPE AND FEATHER FOR
DRAINAGE DISTRIBUTION.

10

PROVIDE BLOCK INFILL WALL AT WINDOW OPENING,
MIN 1HR RATED. PROVIDE FINISHED GWB SURFACE TO
MATCH EXISTING AT INTERIOR SIDE OF WALL.

11

2/AS152

PROVIDE NEW FURRED OUT WALL. SEE DETAILS 1 &

12

REINSTALL EXIST. CUH FOLLOWING COMPLETED
CONSTRUCTION IN CORRIDOR

13

INSTALL NEW FACEBRICK FOLLOWING COMPLETED
CONSTRUCTION OF NEW WALL BELOW

14

INFILL DEMO'D OPENING IN GABLED WALL FOLLOWING
INSTALLATION OF MECHANCIAL EQUIPMENT. WALL
INFILL TO BE BRICK ON CMU TO MATCH EXISTING.
REINSTALL WINDOW. MATCH ALL BRICK COURSING TO
WALL APPEARANCE PRIOR TO DEMO.

15

ALIGN FACE OF WALL WITH FACE OF BULKHEAD ABOVE.

16

NEW WALK-OFF MAT. SEE FINISH PLANS.

—LLOORPLAN GENERALNOQTED

FOR TYPICAL BARRIER FREE TOILET ROOM TYPES
AND ACCESSORIES REQ'MTS AND LOCATIONS- SEE
GENERAL INFORMATION SHEET GI004

FOR TYPICAL HOUSEKEEPING CLOSETS ACCESSORIES
REQ'MTS AND MOUNTING LOCATIONS- SEE DWG.

ALL PARTITION TYPES (1H ARE "1" TYPICALLY
UNLESS OTHERWISE NOTED.

ALL WALLS TO RECIEVE 2" ACOUSTICAL INSULATION

U.O.N. - TYPICAL.

PROVIDE 6" MET STUDS PARTITIONS AT MECH. LOW
EXHAUST LOCATIONS COORD. W/ MECH.

DRWG'S (TYP.)

TYPICALLY INSTALL SOAP DISPENSERS AND PAPER
TOWEL DISPENSER AT ALL SINKS UNLESS NOTED

OTHERWISE.

PROVIDE WALL REINFORCEMENT AT WALL-MOUNTED
SHELVES AND STORAGE UNITS, MARKERBOARDS,
BULLETIN BOARDS, TACK BOARDS, TELEVISIONS AND
OTHER CONTRACTOR OR OWNER FURNISHED WALL-
MOUNTED ITEMS. COORDINATE WITH COR.

FOR ALL CARPET TYPE CHANGES BETWEEN ROOMS-
TRANSITION SHALL OCCUR AT CENTERLINE OF DOOR
FRAME TYPICALLY - U.N.O.

CORRDINATE DIMENSIONS W/ ASTERISK (IE - *X'-X")
W/ EQUIPMENT VENDER.

PROVIDE BULLNOSED CORNERS ON ALL CMU WALLS

- TYPICAL.

ALL DIMENSIONS ARE TO FACE OF STUD
OR MASONRY UNLESS OTHERWISE NOTED.

COORDINATE PARTITION FIRE RATED REQUIREMENTS AS
INDICATED ON CODE SHEET GI001

NOTE: COORDINATE ALL FLOOR OPENING
DIMENSIONS AND CLEARANCES FOR DUCTWORK
W/ MECHANICAL CONTRACTOR - TYPICAL.

FOR
CONSTRUCTION

No

REVISION

DATE

JL
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10'-3" 11'-0" 10'-3" }0" 12'-51/2" 13'-111/2" 13-111/2" 12'-51/2" 10"— 313/16" 12'-113/16" 11'-0" 13'-3" }0" 12'-51/2" 13'-111/2" 13-111/2" 12'-51/2" }0" 10'-3" 11'-0" 10'-3" PLAN KEYNOTE LEGEND

‘ 44'-11" 91" ‘ ‘ 540" ‘ No. Note

&

NEW INFILL FLOOR - SEE STRUCT.
NOT USED.

CUT PENETRATION THROUGH EXIST. CONCRETE FLOOR
AVOIDING STRUCTURAL RIBS. REFER TO MECH. FOR
DUCT. INFORMATION

4 | PROVIDE FURRED OUT WALL AND GWB FINISH AT EXIST.
EXTERIOR WALL LOCATIONS TYP.

UPR |
I I Nl

TAIRWELL i
1 E 5 FINISH NEW PRECAST COLUMN WITH GWB FINISH. SEE

PLAN DETAIL SHEET FOR MORE INFORMATION
<A\> - - + - | - — - - —+ B P - - - o - - — - - - ‘ - - - 6 |CLOF PARTITION ALIGNED WITH GRIDLINE
\ | \ \ 7  |ALIGN FINISHED FACE OF PARTITION WITH INSIDE FACE
6
|

| | 1110 |
1l_6" 3|_4|l 2'_4" 3'_4" Sl_oll 3|_4|l 2'_4" 3'_4" Sl_oll 3|_4|l 2'_4" 3'_4" l_5" 3|_4|l 2'_0” 3'_4" 5|_0ll 3|_4|| 2|_4|| 3|_4|l SI_OII 3|_4|| 2|_4|| 3'_4" 5' 0” 3|_4|| 2|_4|| 3|_4|l 1|_6|| OF WINDOW OPEN ING

8 |CIP CONCRETE SPLASH PAD. SLOPE AND FEATHER FOR
DRAINAGE DISTRIBUTION.

10 |PROVIDE BLOCK INFILL WALL AT WINDOW OPENING,
MIN 1HR RATED. PROVIDE FINISHED GWB SURFACE TO
MATCH EXISTING AT INTERIOR SIDE OF WALL.

11 |PROVIDE NEW FURRED OUT WALL. SEE DETAILS 1 &
2/AS152

- 12 |REINSTALL EXIST. CUH FOLLOWING COMPLETED
CONSTRUCTION IN CORRIDOR

13 |INSTALL NEW FACEBRICK FOLLOWING COMPLETED
CONSTRUCTION OF NEW WALL BELOW

| OFFICE | 14 | INFILL DEMO'D OPENING IN GABLED WALL FOLLOWING
142 ! INSTALLATION OF MECHANCIAL EQUIPMENT. WALL
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I INFILL TO BE BRICK ON CMU TO MATCH EXISTING.
REINSTALL WINDOW. MATCH ALL BRICK COURSING TO
WALL APPEARANCE PRIOR TO DEMO.

15 |ALIGN FACE OF WALL WITH FACE OF BULKHEAD ABOVE.
- 16 |NEW WALK-OFF MAT. SEE FINISH PLANS.
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—LLOORPLAN QENERALNOTEDS

A. FOR TYPICAL BARRIER FREE TOILET ROOM TYPES
AND ACCESSORIES REQ'MTS AND LOCATIONS- SEE
GENERAL INFORMATION SHEET GI004

B

B. FOR TYPICAL HOUSEKEEPING CLOSETS ACCESSORIES
REQ'MTS AND MOUNTING LOCATIONS- SEE DWG.

C. ALL PARTITION TYPES (CH) ARE "1" TYPICALLY
UNLESS OTHERWISE NOTED.

13-41/2"

D. ALL WALLS TO RECIEVE 2" ACOUSTICAL INSULATION
U.O.N. - TYPICAL.

E. PROVIDE 6" MET STUDS PARTITIONS AT MECH. LOW
EXHAUST LOCATIONS COORD. W/ MECH.
DRWG'S (TYP.)

DAYROOM
147

O.T. CLINIC
109

F. TYPICALLY INSTALL SOAP DISPENSERS AND PAPER
TOWEL DISPENSER AT ALL SINKS UNLESS NOTED
OTHERWISE.

14|_0n

G. PROVIDE WALL REINFORCEMENT AT WALL-MOUNTED
SHELVES AND STORAGE UNITS, MARKERBOARDS,
BULLETIN BOARDS, TACK BOARDS, TELEVISIONS AND
OTHER CONTRACTOR OR OWNER FURNISHED WALL-
MOUNTED ITEMS. COORDINATE WITH COR.

| e B ~ ~ ~ ~ ~ - ~ ~ ~ ~ ~ ~ ~ R ~ ~ ~ ~ ~

H. FOR ALL CARPET TYPE CHANGES BETWEEN ROOMS-
TRANSITION SHALL OCCUR AT CENTERLINE OF DOOR
FRAME TYPICALLY - U.N.O.

O.T. CLINIC
110

14'-71/2"

CORRDINATE DIMENSIONS W/ ASTERISK (IE - *X'-X")
W/ EQUIPMENT VENDER.

J. PROVIDE BULLNOSED CORNERS ON ALL CMU WALLS
- TYPICAL.

K. ALL DIMENSIONS ARE TO FACE OF STUD
OR MASONRY UNLESS OTHERWISE NOTED.

<—>
3-101/2"
|

L. COORDINATE PARTITION FIRE RATED REQUIREMENTS AS
INDICATED ON CODE SHEET GI001

NOTE: COORDINATE ALL FLOOR OPENING
DIMENSIONS AND CLEARANCES FOR DUCTWORK
W/ MECHANICAL CONTRACTOR - TYPICAL.
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SECOND FLOOR PLAN

1

1/8" = 1!_0"

100% CD SET

PLAN KEYNOTE LEGEND

No.

Note

NEW INFILL FLOOR - SEE STRUCT.

NOT USED.

CUT PENETRATION THROUGH EXIST. CONCRETE FLOOR
AVOIDING STRUCTURAL RIBS. REFER TO MECH. FOR
DUCT. INFORMATION

PROVIDE FURRED OUT WALL AND GWB FINISH AT EXIST.
EXTERIOR WALL LOCATIONS TYP.

FINISH NEW PRECAST COLUMN WITH GWB FINISH. SEE
PLAN DETAIL SHEET FOR MORE INFORMATION

CL OF PARTITION ALIGNED WITH GRIDLINE

ALIGN FINISHED FACE OF PARTITION WITH INSIDE FACE
OF WINDOW OPENING

CIP CONCRETE SPLASH PAD. SLOPE AND FEATHER FOR
DRAINAGE DISTRIBUTION.

10

PROVIDE BLOCK INFILL WALL AT WINDOW OPENING,
MIN 1HR RATED. PROVIDE FINISHED GWB SURFACE TO
MATCH EXISTING AT INTERIOR SIDE OF WALL.

11

PROVIDE NEW FURRED OUT WALL. SEE DETAILS 1 &
2/AS152

12

REINSTALL EXIST. CUH FOLLOWING COMPLETED
CONSTRUCTION IN CORRIDOR

13

INSTALL NEW FACEBRICK FOLLOWING COMPLETED
CONSTRUCTION OF NEW WALL BELOW

14

INFILL DEMO'D OPENING IN GABLED WALL FOLLOWING
INSTALLATION OF MECHANCIAL EQUIPMENT. WALL
INFILL TO BE BRICK ON CMU TO MATCH EXISTING.
REINSTALL WINDOW. MATCH ALL BRICK COURSING TO
WALL APPEARANCE PRIOR TO DEMO.

15

ALIGN FACE OF WALL WITH FACE OF BULKHEAD ABOVE.

16

NEW WALK-OFF MAT. SEE FINISH PLANS.

—LLOORPLAN GENERALNOQTED

FOR TYPICAL BARRIER FREE TOILET ROOM TYPES
AND ACCESSORIES REQ'MTS AND LOCATIONS- SEE
GENERAL INFORMATION SHEET GI004

FOR TYPICAL HOUSEKEEPING CLOSETS ACCESSORIES
REQ'MTS AND MOUNTING LOCATIONS- SEE DWG.

ALL PARTITION TYPES (CH ARE "1" TYPICALLY
UNLESS OTHERWISE NOTED.

ALL WALLS TO RECIEVE 2" ACOUSTICAL INSULATION
U.O.N. - TYPICAL.

PROVIDE 6" MET STUDS PARTITIONS AT MECH. LOW
EXHAUST LOCATIONS COORD. W/ MECH.
DRWG'S (TYP.)

TYPICALLY INSTALL SOAP DISPENSERS AND PAPER
TOWEL DISPENSER AT ALL SINKS UNLESS NOTED
OTHERWISE.

PROVIDE WALL REINFORCEMENT AT WALL-MOUNTED
SHELVES AND STORAGE UNITS, MARKERBOARDS,
BULLETIN BOARDS, TACK BOARDS, TELEVISIONS AND
OTHER CONTRACTOR OR OWNER FURNISHED WALL-
MOUNTED ITEMS. COORDINATE WITH COR.

FOR ALL CARPET TYPE CHANGES BETWEEN ROOMS-
TRANSITION SHALL OCCUR AT CENTERLINE OF DOOR
FRAME TYPICALLY - U.N.O.

CORRDINATE DIMENSIONS W/ ASTERISK (IE - *X'-X")
W/ EQUIPMENT VENDER.

PROVIDE BULLNOSED CORNERS ON ALL CMU WALLS
- TYPICAL.

ALL DIMENSIONS ARE TO FACE OF STUD
OR MASONRY UNLESS OTHERWISE NOTED.

COORDINATE PARTITION FIRE RATED REQUIREMENTS AS
INDICATED ON CODE SHEET GI001

NOTE: COORDINATE ALL FLOOR OPENING
DIMENSIONS AND CLEARANCES FOR DUCTWORK
W/ MECHANICAL CONTRACTOR - TYPICAL.
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‘ ‘ ‘ No. Note

© . | AS;OZ | 1 |NEW INFILL FLOOR - SEE STRUCT.
® | A | | | 2 |[NOT USED.

W 3 |CUT PENETRATION THROUGH EXIST. CONCRETE FLOOR
AVOIDING STRUCTURAL RIBS. REFER TO MECH. FOR
DUCT. INFORMATION

| | 4 |PROVIDE FURRED OUT WALL AND GWB FINISH AT EXIST.
| \ EXTERIOR WALL LOCATIONS TYP.

1 5 |FINISH NEW PRECAST COLUMN WITH GWB FINISH. SEE
PLAN DETAIL SHEET FOR MORE INFORMATION

- 6 |CLOF PARTITION ALIGNED WITH GRIDLINE

7  |ALIGN FINISHED FACE OF PARTITION WITH INSIDE FACE
OF WINDOW OPENING

8 |CIP CONCRETE SPLASH PAD. SLOPE AND FEATHER FOR
DRAINAGE DISTRIBUTION.

10 |PROVIDE BLOCK INFILL WALL AT WINDOW OPENING,
MIN 1HR RATED. PROVIDE FINISHED GWB SURFACE TO
MATCH EXISTING AT INTERIOR SIDE OF WALL.

11 |PROVIDE NEW FURRED OUT WALL. SEE DETAILS 1 &
2/AS152

- 12 |REINSTALL EXIST. CUH FOLLOWING COMPLETED
CONSTRUCTION IN CORRIDOR

13 |INSTALL NEW FACEBRICK FOLLOWING COMPLETED
CONSTRUCTION OF NEW WALL BELOW

14 |INFILL DEMO'D OPENING IN GABLED WALL FOLLOWING
INSTALLATION OF MECHANCIAL EQUIPMENT. WALL

I INFILL TO BE BRICK ON CMU TO MATCH EXISTING.
REINSTALL WINDOW. MATCH ALL BRICK COURSING TO
WALL APPEARANCE PRIOR TO DEMO.

15 |ALIGN FACE OF WALL WITH FACE OF BULKHEAD ABOVE.
— 16 |NEW WALK-OFF MAT. SEE FINISH PLANS.
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—LLOORPLAN QENERALNOTEDS

A. FOR TYPICAL BARRIER FREE TOILET ROOM TYPES
AND ACCESSORIES REQ'MTS AND LOCATIONS- SEE
GENERAL INFORMATION SHEET GI004

I O O ‘ ‘ o N T T T I B
N X D N A I I T A A I O A
N A A N A A N N A S N A A B S N A v N N N A A

@ IR ® &
13'-3" 10'-0" 13'-3" 10" 15'-81/2"
vy

B. FOR TYPICAL HOUSEKEEPING CLOSETS ACCESSORIES
REQ'MTS AND MOUNTING LOCATIONS- SEE DWG.

one foot

C. ALL PARTITION TYPES ([1H) ARE "1" TYPICALLY
UNLESS OTHERWISE NOTED.

13-4 1/2"

cn

D. ALL WALLS TO RECIEVE 2" ACOUSTICAL INSULATION
U.O.N. - TYPICAL.

E. PROVIDE 6" MET STUDS PARTITIONS AT MECH. LOW
EXHAUST L